INVITATION FOR BIDS
CCK-2267-18
PAVILION HA AIR HANDLING UNIT #8
ADDENDUM # 2
11-21-17

ATTENTION: This is not an order. Read all instructions, terms and conditions carefully.

IMPORTANT: BID AND ADDENDUM MUST BE RECEIVED BY 11-28-17. LEXINGTON, KY TIME

Bidder must acknowledge receipt of this and any addendum as stated in the Invitation for Bids.

1. Please refer to and incorporate within the offer, the attached answers to written questions.
2. Please refer to and incorporate within the offer, the attached updated drawings.

OFFICIAL APPROVAL
UNIVERSITY OF KENTUCKY

JIM SUTTON
Contracting Officer / (859) 257-5406

Typed or Printed Name
### Written Questions and Answers

**CCK-2267-18**  
Pavilion HA Air Handling Unit #8

<table>
<thead>
<tr>
<th>No.</th>
<th>Question</th>
<th>Answer</th>
</tr>
</thead>
<tbody>
<tr>
<td>1.</td>
<td>Is BIM drawings being used on this project?</td>
<td>No, BIM modeling is not required for this project.</td>
</tr>
<tr>
<td>2.</td>
<td>The steam to steam detail shown on drawing M5.0 shows city water being ran to condensate coolers. No city water is shown on the plans.</td>
<td>Refer to Addendum #2 drawing M2.2. Added ¾&quot; domestic cold water line for humidifier’s condensate coolers.</td>
</tr>
</tbody>
</table>