INVITATION FOR BIDS: CCK-2391-19
RESEARCH BUILDING #2 – PHASE 2:
Bid Package 01 – Design Release 1 – Fit-Out
Project #2499.0
ADDENDUM # 6 Rebid 23A
March 7th, 2019

ATTENTION: This is not an order. Read all instructions, terms and conditions carefully.

IMPORTANT:
BID AND ADDENDUM MUST BE RECEIVED BY:
WC 23A Bid Date is 03/14/2019 @ 3:00 P.M. LEXINGTON, KY TIME.

Bidder must acknowledge receipt of this and any addendum as stated in the Invitation for Bids.

Bidders shall conform to the following clarifications, corrections and changes, as same shall become
binding on the Contract to be issued in response to this Invitation for Bids. Bidders must acknowledge
receipt of this Addendum in the space provided on the Form of Proposal. Failure to do so may subject
Bidder to disqualification.


OFFICIAL APPROVAL
UNIVERSITY OF KENTUCKY

Mike Mudd / (859) 257-5409

SIGNATURE

________________________________________

Typed or Printed Name

Attachments:
1. Addendum #6 Questions and answers.
2.

End of Addendum #6
### Written Questions and Answers

**Research Building 2, Phase 2, BP#1**  
**Plumbing, HVAC & T&B -Rebid**  
**Project #2499.0**  
**CCK-2391-19**

<table>
<thead>
<tr>
<th>NO.</th>
<th>Question</th>
<th>Responder</th>
<th>Comment</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>We have reviewed the scope 23a provided in Addendum 5 and still need some clarifications relative to the test and balance. Please see below: Items #1 - #47 are not to be included in the TAB quote.</td>
<td>WT</td>
<td>Item #1- #47 are to be included by WC 23A</td>
</tr>
<tr>
<td>2</td>
<td>Items #48 -#55 are included in the TAB quote.</td>
<td>WT</td>
<td>Items #48 -#55 are to be included by WC 23A</td>
</tr>
<tr>
<td>3</td>
<td>Item #55 is included but quoted on a per trip basis.</td>
<td>WT</td>
<td>Item #55 is to be included by WC 23A</td>
</tr>
<tr>
<td>4</td>
<td>Item #57, velocity and airflow testing at fume hoods are included but ASHRAE 110 is by others as stated.</td>
<td>WT</td>
<td>ASHRAE 110 will be by others</td>
</tr>
<tr>
<td>5</td>
<td>Items #58 - #60 are included in the TAB quote.</td>
<td>WT</td>
<td>Items #58- #60 is to be included by WC 23A</td>
</tr>
<tr>
<td>6</td>
<td>Item #61 – Providing factory testing &amp; third-party testing or coordinating inspections should not be included in the TAB quote. This should be performed by the Installing contractor.</td>
<td>WT</td>
<td>Item #61 is to be provided by WC 23A</td>
</tr>
<tr>
<td>7</td>
<td>Item #62 – Providing training &amp; demonstrations will not be included in the TAB scope. This should be performed by the installing contractor.</td>
<td>WT</td>
<td>Item #62 is to be provided by WC 23A</td>
</tr>
<tr>
<td>8</td>
<td>Item #63 – Which contractors are to be a part of the Commissioning team? Which contractor is to provide the Indoor Air Quality Test and where is the specification or scope located? Which contractor or contractors are to include the additional 200 hours of onsite labor for commissioning support?</td>
<td>WT</td>
<td>Item #63 is to be provided by WC 23A</td>
</tr>
<tr>
<td>9</td>
<td>Please clarify responsibility of wiring connections and integration into fire alarm of temporary duct smoke detectors for use during construction noted by ITEM #19 page # 13 for work category -23A ADDENDUM #5.</td>
<td>WT</td>
<td>Temporary Duct Detectors will not be integrated into Fire Alarm system. Division 23A will furnish, install and wire connections for temporary duct detectors. The duct detectors will be interlocked with the AHU and shut off AHU in case of smoke detection. This shall be a stand-alone fail-safe and this subcontractor shall supply all additional relays and accessories to make this a fully functional system.</td>
</tr>
</tbody>
</table>

10   | No specific question.                                                     |           |                                                                                                                 |
11   | No specific question.                                                     |           |                                                                                                                 |
12   | No specific question.                                                     |           |                                                                                                                 |
13   | No specific question.                                                     |           |                                                                                                                 |
14   | No specific question.                                                     |           |                                                                                                                 |
15   | No specific question.                                                     |           |                                                                                                                 |