
EXAMPLE 2

LOOPED WATER MAIN SEPARATE TAP

FOR FIRE HYDRANT

FIRE HYDRANT

POST

INDICATOR

VALVE (PIV)

FIRE SERVICE

8"

EXAMPLE 1

LOOPED WATER MAIN SEPARATE TAP

FOR FIRE HYDRANT

FIRE HYDRANT

GATE VALVE

8"

POST

INDICATOR

VALVE (PIV)

FIRE SERVICE

TYPICAL LINE TAPS FOR FIRE SERVICE AND HYDRANT

GATE VALVE

DOMESTIC

WATER

SERVICE (DW)

210500DD01 COMMON WORK RESULTS FOR FIRE

SUPPRESSION Fire Protection Piping

Dated: 11/2020

Applies to: All Projects

University of Kentucky
Page 2 of 2

210500D01 COMMON WORK RESULTS FOR FIRE SUPPRESSION

Fire Protection Piping


	Sheets and Views
	210500D01-210500D01


