
125000S01 FURNITURE 

 
125000S01 FURNITURE 
Dated: 6/2019 Page 1 of 1 
Applies to: All Projects 
University of Kentucky 
 

IN BUILDINGS PROTECTED THROUGHOUT BY AN APPROVED, SUPERVISED 
AUTOMATIC SPRINKLER SYSTEM, AND INSTALLED TO THE REQUIREMENTS OF NFPA 
13 

 

Newly introduced contents, furnishing, and mattresses shall meet the applicable requirements 
of the most recently adopted edition of NFPA 101 for healthcare occupancies and NFPA 1 for 
all other occupancies. Additionally, all mattresses shall be tested and approved in accordance 
with 16 CFR 1632, “Standard for the Flammability of Mattresses and Mattress Pads”. 

 
 
IN BUILDINGS NOT PROTECTED THROUGHOUT BY AN APPROVED, SUPERVISED 
AUTOMATIC SPRINKLER SYSTEM 

 

Newly introduced contents, furnishing, and mattresses shall meet the requirements set forth 
for each type of furnishing. 

Upholstered Furniture shall meet one of the following requirements: 

1) Components meet the requirements for Class I when tested to NFPA 260 standards 
or ASTM E 1353. 

2) Components meet the requirements of California Technical Bulletin 117-2013. 
3) Mocked up composites meet the requirements of NFPA 261 or ASTM E 1352. 
4) Mocked up composites meet the requirements of California Technical Bulletin 

133-2013. Mattresses: 

1) Shall be tested and approved in accordance with 16 CFR 1632, “Standard for the 
Flammability of Mattresses and Mattress Pads”. 

2) Shall have limited rates of heat release when tested in accordance with ASTM E 1590. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 


