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ACID WASTE

WATER SUPPLY
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LEGEND:

ISOLATION/OPERATION VALVE

3-WAY FILL/DRAIN VALVE

SPRAY NOZZLE - TYP. LOCATIONS

SOLENOID VALVE OPERATOR-

IF SPRAY IS SEQUENCED

NORMALLY OPENED

OPTIONAL: VAPOR PROOF LIGHT
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FUME

HOOD

NC

N0

5'

MAX

TYP.

8'

MIN.

3'

MIN.

5'

MIN.

8"

UP-BLAST

BLOWER

RAIN STACK

20 GA. STAINLESS STEEL

s

ROOF

s

TYPICAL INSTALLATION

SEE THE PECHLORIC ACID NOTES STANDARD
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11/26/90

PERCHLORIC ACID FUME
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